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ADDENDUM No. 3 
 
TO: PLANS AND SPECIFICATIONS FOR:  

Replace Security System  
South East Correctional Center-Charleston   

       Project No C1804-01 
_____________________________________________________________________ 
 
BIDDERS ARE HEREBY INFORMED THAT THE CONSTRUCTION SPECIFICATIONS ARE 
MODIFIED AS FOLLOWS. 
 
Revised Bid Opening Date: 1:30 P.M. (CST), Thursday, January 13, 2022. 
 
GENERAL 
 

1. None. 
 
SPECIFICATION CHANGES: 
 
1. Section 281033; 2.3; A; g; revised to read  

“Uplinks between the Core and Access Switches shall be comprised of 2 x  
1GigE Uplinks using Single-Mode Fiber Optic Cable.   
1) Switch shall have active redundancy.  
2) Provide SFP/SFP+, LC Connector SX Transceiver” 

2. Section 281300; 2.2; A; 1; Added “e. AMAG”  
3. Section 281300; 2.4; B; 1; 10;  Added “d) Avantech” 
4. Section 281400; 2.4; A; 1; Added “c. Avantech” 
 
PLAN CHANGES: 

 
1. T-000;  

a. Added symbol “EO”, defined as ELECTRIFIED LOCK, NOT MONITORED. 
b. Added GENERAL NOTE to further identify type 06 card readers as new work. 
c. Added CARD READER SCHEDULE COMMENTS to type 06 CARD READER to 

clarify project scope. 
2. T-101;  

a. Added SECURITY PLAN NOTE to clarify scope at camera C-373/C-N005. 
b. Added SECURITY PLAN NOTE to clarify scope at GATE 18. 
c. Added SECURITY PLAN NOTE to clarify scope at GATE 18 intercom. 
d. Added SECURITY PLAN NOTE to clarify/simplify scope at cameras C-044, C-045. 
e. Added SECURITY PLAN NOTE to clarify scope at GATE 13. 
f. Added SECURITY PLAN NOTE to clarify scope at GATE 16. 
g. Revised camera C-071 from type 11 to type 07. 
h. Revised cameras C-050, C-052 from type 11 to type 06. 
i. Revised cameras C-N052, C-N053 from type 11 to type 10. 
j. Revised GENERAL NOTE 6 to clarify site camera pole scope. 
k. Added GENERAL NOTE to reference T-603 for unverified as-built paging and intercom 

information. 
l. Revised SECURITY PLAN NOTE 2 and 9 to include replacement of control and 

monitor wiring to site gates. 
m. Revised SECURITY PLAN NOTE 4 room reference from C634 to C632. 
n. Revised SECURITY PLAN NOTE 17 fiber count from 6 strands to 12 strands. 
o. Revised SECURITY PLAN NOTE 18 cable requirements from POWER AND FIBER to 

WET-LOCATION-RATED UTP. 
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3. T-105; 
a. Revised camera C-121 from type 11 to type 13. 
b. Added intercom master to sallyport touchscreen station. 
c. Added SECURITY PLAN NOTE to clarify touchscreen station intent within A230. 
d. Revised SECURITY PLAN NOTE 7 to clarify touchscreen station intent. 
e. Revised plan to clarify remote door controls at Reception. 

4. T-106; Added GENERAL NOTE to clarify cell sliding door operation. 
5. T-107;  

a. Added GENERAL NOTE to clarify cell sliding door operation. 
b. Revised cell door depictions to represent sliding doors rather than swing doors. 

6. T-109; Added SECURITY PLAN NOTE to identify VC11 (video cabinet 11). 
7. T-112; Added SECURITY PLAN NOTE to identify VC10 (video cabinet 10). 
8. T-115; Added  GENERAL NOTE to clarify cell sliding door operation. 
9. T-116; Added  GENERAL NOTE to clarify cell sliding door operation. 
10. T-119; Revised call out to keyed note 2 to call out SECURITY PLAN NOTE  1. 
11. T-123; Added details to STORAGE H114 to address wireless gate control changes for GATE 

17. 
12. T-124;  

a. Added conduit routing detail to plan to address wireless gate control changes for 
GATE 17. 

b. Corrected plan to represent cell doors as swinging doors rather than sliding doors. 
13. T-125; 

a. Revised cameras C-374, C-378 from type 01 to type 04. 
b. Revised note on plan addressing C372 to address cameras C-373 and C-N005. 
c. Revised plan to show existing site conduit routing to Guard Shack 001. 

14. T-126;  Revised `SECURITY PLAN NOTES 3, 4, 6 to permit in-place reconditioning of existing 
equipment cabinets. 

15. Detail 2; Revised camera ID C-N022 to C-N030. 
16. T-128; Revised GENERAL NOTES to clarify card reader type 06 scope. 
17. T-400; 

a. Revised GENERAL NOTES to clarify card reader type 06 scope. 
b. Detail 1; Corrected as-built information. Added SECURITY PLAN NOTE 33 to clarify 

scope. 
c. Detail 3; Added SECURITY PLAN NOTE 32 to add flexibility to position of workstation. 
d. Detail 4; Deleted electrified door hardware and card reader, added door monitor (DM). 
e. Detail 8; Revised detail to match floor plan depiction of devices. 
f. Detail 13; Located LIGHTING CONTROLLER ERCA1. 
g. Revised SECURITY PLAN NOTE 6 to clarify cabling scope. 
h. Revised SECURITY PLAN NOTE 11 to permit reconditioning/reuse of existing 

cabinets.  
i. Revised SECURITY PLAN NOTE 26 to reference rack detail. 
j. Added SECURITY PLAN NOTE 31 to clarify roll of access control workstation within 

CONTROL OFFICE A224. 
18. T-401; 

a. Revised GENERAL NOTES to clarify card reader type 06 scope. 
b. Detail 12; Located equipment cabinet on wall. 
c. Detail 13; Corrected equipment plan to match building floor plan. 
d. Revised SECURITY PLAN NOTE 4 to clarify UPS scope.  
e. Revised SECURITY PLAN NOTE 9 to clarify equipment scope.  

19. T-402; 
a. Revised Detail 2, 3, 4; Added pull-out monitor and KVM switcher for server 

management. 
b. Added  SECURITY PLAN NOTE 11 to locate Touchscreen server.  
c. Added  SECURITY PLAN NOTE 12 to locate Touchscreen client/recovery station. 
d. Added  SECURITY PLAN NOTE 13 to locate Access Control server.  
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e. Added  SECURITY PLAN NOTE 14 to locate rack mounted monitors/server consoles.  
 

20. T-600; 
a. Detail 1; ADMINISTRATION BUILDING;  

i. Deleted redundant Perimeter Zone alarm and tamper inputs to ADM-PLC. 
ii. Added SECURITY PLAN NOTE 8 to clarify INMATE PHONE SYSTEM 

switching scope. 
iii. Clarified the number of connected touchscreen stations. 

b. Revised SECURITY PLAN NOTE 4 to clarify interior touchscreen lighting control 
scope. 

c. Revised SECURITY PLAN NOTE 5 to correct sheet reference. 
d. Revised SECURITY PLAN NOTE 7 to clarify PERIMETER DETECTION INPUT and 

IMPACT LIGHT TRIGGERING conduit and cable scope. 
e. Added GENERAL NOTE 5 to clarify device quantity depiction within riser. 
f. Added SECURITY PLAN NOTE 8 to quantify the number of inmate phones to control.  
g. Added SECURITY PLAN NOTE 9 to clarify lighting control cable scope.  

 
21. T-601; 

a. Detail 1;  
i. VC4 fed from HOUSING UNIT 7; revise VC4 label to VC8. 
ii. GUARD HOUSE 1; Revised number of monitors at video workstation. 
iii. CENTRAL SERVICES; Revised number of workstations connected in ELEC. 

C809; CSB-SW04. 
iv. MAINTENANCE BUILDING; Revised number of workstations connected in 

MECH. 115; MNT-SW01.  
22. T-602; 

a. Detail 1; MAINTENANCE BUILDING;  
i. Revised network switch name from ADM-SW01 to MNT-SW01. 
ii. Revised number of workstations connected in MECH. 115; MNT-SW01. 

23. T-603; 
a. Detail 1;  

i. Revised building name from GATEHOUSE 1 to GUARDHOUSE 2 
(FORMERLY G1) 

ii. Revised building name from G2 to GUARDHOUSE 1 (FORMERLY G2) 
24. T-605; 

a. Detail 1; ADMINISTRATION BUILDING; Revised to show 4 Master Stations 
25. T-609; 

a. Detail 1; Revised to include a statement of limited completeness, clarify scope of 
needed field investigation work. 

b. Detail 2; Revised SECURITY PLAN NOTE 1 to address required quantity of FENCE 
DETECTION SYSTEM RELAY connections to PLC TOUCHSCREEN system. 

26. T-610; 
a. Detail 1; Revised camera C-121 from type 11 to type 13. 

 
 
ATTACHMENTS: 
  

1. Revised drawings; 
a. T-000 
b. T-101 
c. T-105 
d. T-106 
e. T-107 
f. T-108 
g. T-109 
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h. T-112 
i. T-115 
j. T-116 
k. T-119  
l. T-123 
m. T-124  
n. T-125 
o. T-126 
p. T-400 
q. T-401 
r. T-402 
s. T-600 
t. T-601 
u. T-602 
v. T-603 
w. T-605 
x. T-609 
y. T-610 
z. T-611 

 

END OF ADDENDUM NO. 3 
 

January 04, 2022 
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SECURITY SITE PLAN NOTES:

GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE EXISTING TO
REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE DEVICE
SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT LEGENDS, DEPICTED
DEVICES AND ASSOCIATED WIRING ARE EXISTING TO REMAIN FOR
INCLUSION WITHIN THE DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG CAMERA
LOCATIONS.  REMOVE EXISTING ANALOG CAMERA AND REPLACE WITH
NEW HIGH DEFINITION ANALOG CAMERA.  UTILIZE EXISTING CABLING
AND POWER SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS OTHERWISE NOTED.
INSTALL NEW CATEGORY 6 CABLING FROM CAMERA TO RESPECTIVE
ELECTRONIC SECURITY NETWORK PATCH PANEL.

6. CAMERAS MOUNTED ALONG PERIMETER FENCE ARE CURRENTLY
ANALOG, SERVED FROM NEAREST VIDEO CABINET WITH (2) 3/4"
CONDUITS. DEMO ANALOG CAMERA AND CABLING AND INSTALL NEW IP
CAMERA. INSTALL CATEGORY CABLING IF DISTANCE IS LESS THAN 90
METERS. INSTALL FIBER WHEN CABLING DISTANCE EXCEEDS 90
METERS. EXISTING POLES ARE SQUARE-TUBE WITH FLANGE-MOUNTED
ROUND-TUBE EXTENSIONS ON TOP. EXISTING CAMERAS MOUNT ON
THE TOP OF THE ROUND-TUBE EXTENSIONS. ASSUME SQUARE-TUBE
POLES TO BE 6-INCH  WITH 3-FOOT EXTENSIONS.  REPLACE
ROUND-TUBE EXTENSIONS WITH FABRICATED FLANGE-MOUNTED
SQUARE-TUBE EXTENSIONS OF SIMILAR MATERIAL AS POLE TO MOUNT
PERIMETER CAMERA AT CURRENT ELEVATION. PROVIDE WEATHER
TIGHT CAP AT TOP OF POLE. EXTENSION MATCH EXTENSION COLOR TO
BASE POLE AS MUCH AS PRACTICABLE.

7. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN STATIONS,
INTERCOM MASTER STATIONS AND RESPECTIVE CABLING SHALL BE
REMOVED AND REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

8. ALL REMOVED EQUIPMENT AND CABLING SHALL BE OFFERED TO THE
OWNER.  MATERIALS NOT ACCEPTED BY THE OWNER SHALL BE
REMOVED FROM THE SITE AND PROPERLY DISPOSED OF BY THE
CONTRACTOR.

9. REMOVE AND REPLACE ALL EXTERIOR MOUNTING ARMS. INSTALL NEW
MOUNTING HARDWARE BY SAME MANUFACTURER AS CAMERA. CAULK /
WEATHERSEAL ALL PENETRATIONS FROM EXISTING HARDWARE WITH
CAULK OR SEALANT APPROVED FOR APPLICATION TO RESPECTIVE
WALL MATERIAL.

10. REFER TO SHEET T-603 FOR UNVERIFIED AS-BUILT PAGING AND
INTERCOM SYSTEM INFORMATION.

REPLACE EXISTING POWER AND CONTROL WIRING TO THE GATE
CONTROLLER.  DETENTION CONTROL HEADEND EQUIPMENT IS
LOCATED IN CENTRAL SERVICES RM C129.

REPLACE EXISTING WIRELESS CONTROL FOR GATES 12, 14, AND 15
WITH WIRED PLC CONTROL. REPLACE EXISTING WIRING FROM
MECHANICAL CHASE TO GATE LOCKS SO AS TO INCORPORATE FULL
REMOTE CONTROL AND MONITORING. EXTEND GATE CONTROL WIRING
FROM HOUSING MECHANICAL CHASE TO THE PLC CONTROL CABINET.
SEE HOUSING PLANS FOR ADDITIONAL INFORMATION.

REPLACE EXISTING INTERCOM WITH NEW, STAINLESS STEEL, 2-GANG,
DETENTION GRADE INTERCOM.

PROVIDE NEW 3/4" RIGID STEEL CONDUIT AND INTERCOM CABLING TO
HEADEND EQUIPMENT ROOM CENTRAL SERVICES C632.  CHANGE TO
EMT CONDUIT WHEN ROUTING ABOVE CEILINGS OR WITHIN ATTIC
SPACE OF BUILDING.

EXISTING MOTORIZED TYMETAL 225 CF GATE TO BE REBUILT.  REMOVE
EXISTING HORIZONTAL EXPOSED CHAIN DRIVE SYSTEM AND MOTOR
BOX AND ASSOCIATED APPURTENANCES AND PROVIDE NEW.  NEW
CONTROLLER SHALL BE POSITIONED VERTICALLY INSIDE THE MOTOR
BOX.   REFER TO DETAIL 1, SHEET T-501 AND MANUFACTURER'S
INSTALLATION MANUAL FOR ADDITIONAL INFORMATION.

EXISTING MOTORIZED TYMETAL PLUSS GATE TO BE REBUILT. REMOVE
EXISTING OVERHEAD DRIVE SYSTEM AND MOTOR BOX AND
ASSOCIATED APPURTENANCES AND PROVIDE NEW.  NEW
CONTROLLER SHALL BE POSITIONED VERTICALLY INSIDE THE MOTOR
BOX.   REFER TO DETAIL 2, SHEET T-501 AND MANUFACTURER'S
INSTALLATION MANUAL FOR ADDITIONAL INFORMATION.

REPLACE EXISTING CONDUIT WITH GALVANIZED RIGID STEEL CONDUIT
EXTEND REPLACEMENT TO NO LESS THAN 3' BELOW GRADE.

REMOVE AND REPLACE EXISTING ENCLOSURE AND CABLING TO
PERIMETER CAMERAS. UTILIZE EXISTING CONDUITS BETWEEN
CAMERAS, VIDEO CABINET, MANHOLES, AND EQUIPMENT ROOM. SEE
DETAIL 8 ON SHEET T-500

REPLACE EXISTING WIRELESS CONTROL OF GATE 17 WITH WIRED PLC
CONTROL. REPLACE EXISTING WIRING FROM MECHANICAL CHASE TO
GATE LOCKS SO AS TO INCORPORATE FULL REMOTE CONTROL AND
MONITORING.  EXTEND GATE CONTROL WIRING FROM HOUSING
MECHANICAL CHASE TO THE PLC CONTROL CABINET.  SEE HOUSING
PLANS FOR ADDITIONAL INFORMATION.

REMOVE EXISTING MAGNETIC LOCK, REPLACE WITH
ELECTRO-MECHANICAL LOCK, SOUTHERN STEEL 1050D OR EQUAL.
REPLACE WIRING FROM CENTRAL SERVICES C129 TO ACCOMMODATE
NEW LOCK CONTROL AND MONITORING FEATURES.  MODIFY GATE AND
POST AS NECESSARY TO INSTALL LOCK.  PROVIDE COLD GALVANIZING
COMPOUND ON NEW WELDS AND DISTURBED METAL SURFACES.

PROVIDE ENVIRONMENTALLY HARDENED SWITCH PER SPECIFICATION
SECTION 281033. SWITCH SHALL BE POWERED BY 24 VDC SUPPLY IN
ENCLOSURE AS PER DETAIL T-500/8. PROVIDE 12 STRAND FIBER PER
ROUTING ON ELECTRONIC SECURITY NETWORK FIBER DIAGRAM T-608.

EXISTING (2) 3/4" CONDUITS TO OFFICER STATION 109 IN HOUSING UNIT
7 PER ORIGINAL AS-BUILTS.

CAMERA ORIGINALLY SERVED FROM ELECTRICAL ROOM C632.
DEMOLISH CAMERA AND CABLE BACK TO SOURCE. INSTALL NEW IP
CAMERA, CONDUIT PATHWAY, AND CATEGORY CABLING TO NEAREST
ELECTRONIC SECURITY NETWORK SWITCH.

LOCATION OF CAMERA INSIDE POLE BARN UNCONFIRMED

CAMERA ZOOMED AND AIMED AT GATE 2.

CAMERA ZOOMED AND AIMED AT GATE 5.

PROVIDE HARDENED POE + SWITCH IN NEW POLE-MOUNTED
ENCLOSURE. MOUNT ENCLOSURE 4' FROM BASE OF POLE. ENCLOSURE
SHALL BE CAPABLE OF BEING SECURELY LOCKED WITH STANDARD
PADLOCK. PROVIDE 12 STRAND FIBER OPTIC CABLE FROM EQUIPMENT
ROOM SWITCH IN ELECTRICAL ROOM 116.1 IN HOUSING UNIT 7.

EXISTING PATHWAY. REMOVE EXISTING COAXIAL AND LOW VOLTAGE
CABLING, REUSE PATHWAY FOR NEW WET-LOCATION-RATED UTP
CABLING.

PROVIDE  PENDANT ARM CAMERA MOUNT HAVING INTEGRAL MEDIA
CONVERTER EQUIPMENT MOUNTING. PROVIDE COMNET CLRFE1POEU
OR EQUAL ETHERNET OVER UTP EXTENDER W/PASS-THROUGH POE AT
CAMERA CONNECTION.  PROVIDE COMNET CLLFE1POEU OR EQUAL
HAVING EXTERNAL POWER SUPPLY IN HOUSING EQUIPMENT ROOM
FOR CONNECTION TO SURGE SUPPRESSOR AND THEN NETWORK
SWITCH.

GATE CONTROL TERMINATIONS LOCATED IN HU7, ELEC 116.1.

REPLACE EXISTING INTERCOM STATION AND CABLING WITH NEW.
REUSE EXISTING CONDUIT TO HU7, 116.1.

FIELD VERIFY GATE 16 HARDWIRED TO HU5 EQUIPMENT RACKS.

FIELD VERIFY GATE 13 HARDWIRED TO HU4 EQUIPMENT RACKS.

NEW CABINET SHALL REPLACE EXISTING POLE-MOUNTED
ENCLOSURES. RE-USE EXISTING 120V POWER CIRCUIT, REMOVE
EXISTING CABLING AND INSTALL NEW SINGLE MODE FIBER OPTIC
CABLING.
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SECURITY PLAN NOTES:

ACCESS CONTROL WORKSTATION. PROVIDE
CATEGORY 6 CABLES TO ELECTRONIC SECURITY
NETWORK, ACCESS CONTROL SYSTEM CLIENT
WORKSTATION, AND VIDEO VERIFICATION SYSTEM.

REPLACE EXISTING CCTV CAMERA AND MOUNT. INSTALL
NEW CAMERA AND MOUNT TO VIEW THROUGH GLASS &
CAPTURE FACE OF PERSON(S) UTILIZING THE SALLYPORT
EXIT BIOMETRIC READER. MOUNTING TO BE FIXED TO
BUILDING. NEW CAMERA SHALL CONTINUE TO BE
RECORDED AND MONITORED THROUGH THE VMS SYSTEM.

DEMOLISH PHONE LINE SWITCHES, CONDUITS, AND CABLE
BACK TO CONSOLIDATION LOCATION EXTEND PHONE
WIRING TO PLC-CONTROLLED RELAYS IN A230. PATCH AND
PAINT WALL TO MATCH EXISTING.

REPLACE EXISTING ANALOG PTZ CAMERA WITH IP
CAMERA. INSTALL NEW CATEGORY 6 CABLING TO
ELECTRONIC SECURITY NETWORK SWITCH.

CARD READER TO BE USED FOR CARDHOLDER VISUAL
VERIFICATION. CARD READER WILL NOT ACTIVATE DOOR
UNTIL CORRECTIONS OFFICERS INSIDE A224 REVIEW
DISPLAYED CARDHOLDER DATA AND PHOTOGRAPH, AND
CONFIRM PERSON PRESENTING MATCHES CARD DATA.

EXISTING UNDER COUNTER DOOR RELEASE. PROGRAM
ABILITY TO ENABLE/DISABLE FROM TOUCHSCREEN
STATIONS.

TOUCHSCREEN CONTROL SCREEN FOR SALLYPORT
CONTROL ONLY. NO VIDEO SURVEILLANCE SUPPORT
REQUIRED

INSTALL NEW IP CAMERA AND CATEGORY CABLING TO
NEAREST ELECTRONIC SECURITY EQUIPMENT ROOM.

CARD READER TO BE CONFIGURED AS ENTRY READER TO
INSTITUTION AREA. MUSTERING REPORTS SHALL BE
AVAILABLE FOR PERSONS INSIDE THIS GENERATED FROM
CONTROL AREA A224.

CARD READER TO BE CONFIGURED AS EXIT READER TO
INSTITUTION AREA. MUSTERING REPORTS SHALL BE
AVAILABLE FOR PERSONS INSIDE THIS GENERATED FROM
CONTROL AREA A224.

RACK-MOUNTED TOUCHSCREEN CONTROL STATION FOR
SYSTEM RESET/RESTORE AND ADMINISTRATION.
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GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.
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SCALE: 1/8"=1'-0"
CENTRAL SERVICES AREA 'A' GROUND FLOOR PLAN     1 N
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SECURITY PLAN NOTES:

REMOVE EXISTING KEYPAD USED FOR LOCAL CONTROL OF
DOOR.  REPLACE WITH CARD READER FOR CONTROL
THROUGH THE DETENTION CONTROL SYSTEM VIA THE
ACCESS CONTROL SYSTEM.  REMOVE CONDUIT, POWER
SUPPLY, AND OTHER EQUIPMENT NOT REUSED FOR THIS
CONTROL CHANGE.

REPLACE EXISTING CAMERA WITH IP CAMERA. REMOVE
EXISTING ANALOG CABLING AND INSTALL NEW CATEGORY
CABLING TO ELECTRONIC SECURITY SWITCH IN C129.

REMOVE EXISTING INTERCOM CABLING. INSTALL NEW
CATEGORY CABLING IN EXISTING PATHWAYS TO
ELECTRONIC SECURITY NETWORK SWITCH IN C129.

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX.  ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM
C318.  SECURE BOX TO WALL FROM WITHIN THE BOX USING
AT LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.
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GENERAL NOTES:
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ASSET # 25551
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1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. CELL DOORS DEPICTED AS SLIDING DOORS ARE
MOTOR-DRIVEN OPEN AND CLOSED.
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SCALE: 1/8"=1'-0"
CENTRAL SERVICES AREA 'A' SECOND FLOOR PLAN     1 N
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SECURITY PLAN NOTES:

REPLACE EXISTING ANALOG PTZ CAMERA WITH IP PTZ
CAMERA. INSTALL NEW CATEGORY 6 CABLING AND
CONDUIT PATHWAY TO ELECTRONIC SECURITY NETWORK
SWITCH IN C2200.

EXISTING CCTV POWER SUPPLY. REMOVE AND REPLACE.

EXISTING 30KVA UPS AND BATTERIES. PROVIDE UPS
ALARM OUTPUTS TO NEW TOUCHSCREEN CONTROL
SYSTEM FOR SECONDARY ANNUNICATION OF ALARMS.

DEMO EXISTING ANALOG CAMERA AND COAXIAL CABLING.
INSTALL NEW CATEGORY 6 CABLING SERVED FROM C2200.
PROVIDE NEW CONDUIT PATHWAY.

REMOVE AND REPLACE EXISTING FISHEYE CAMERA. DEMO
OLD CABLE AND INSTALL NEW CATEGORY CABLE AND
CONDUIT PATHWAY TO NEAREST ELECTRONIC SECURITY
NETWORK SWITCH.

DEMO EXISTING ANALOG CAMERA AND COAXIAL CABLING.
INSTALL NEW CATEGORY 6 CABLING SERVED FROM C2200.
SHIFT NEW CAMERA LOCATION TO INSIDE CORNER.

PROVIDE CORNER MOUNT BRACKET AND INSTALLATION
BOX.

PROVIDE NEW DOOR MONITOR.

EXISTING UPS DISTRIBUTION PANEL FOR CIRCUITING ALL
EQUIPMENT WITHIN DIGITAL RECORDING C2200.
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GENERAL NOTES:

0 4' 8' 12'

ASSET # 25551

C1804-01-2320-
25587-T-107

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. CELL DOORS DEPICTED AS SLIDING DOORS ARE
MOTOR-DRIVEN OPEN AND CLOSED.
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FIBERS FROM MECH. C318 BELOW TO
NEW DIGITAL RECORDING ROOM.

3" EMT

C-X034
01

C-X035
01

JB-C1 EXISTING CCTV J-BOX

JB-C2 EXISTING CCTV J-BOX

JB-4 EXISTING CCTV J-BOX

1

FIBER J-BOX
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SCALE: 1/8"=1'-0"
CENTRAL SERVICES AREA 'B' AND 'C' MEZZANINE FLOOR PLAN     1 N
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0 4' 8' 12'

ASSET # 25551

C1804-01-2320-
25587-T-109

SECURITY PLAN NOTES:

REMOVE AND REPLACE EXISTING ANALOG CCTV POWER
SUPPLY. INSTALL CABINET WITH ENVIRONMENTALLY
HARDENED POE SWITCH FOR NEW POE CAMERAS OUTSIDE
OF DISTANCE LIMITATIONS FROM EQUIPMENT ROOMS OR
C2200. PROVIDE INTEGRAL UPS WITH NETWORK
MONITORING. PROVIDE NEW DEDICATED 20 AMP/120VAC
CIRCUIT FROM ELECTRICAL CLOSET C507.

VIDEO CABINET VC11, SEE DETAIL 8, SHEET T-500.

1

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.
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JB-6 EXISTING CCTV J-BOX
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JB-7 EXISTING CCTV J-BOX

JB-9 EXISTING CCTV J-BOX
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CENTRAL SERVICES AREA 'B' AND 'C' MEZZANINE FLOOR PLAN     1 N
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SECURITY PLAN NOTES:

INSTALL CABINET WITH ENVIRONMENTALLY HARDENED
POE SWITCH FOR NEW POE CAMERAS OUTSIDE OF
DISTANCE LIMITATIONS FROM EQUIPMENT ROOMS C634.
PROVIDE INTEGRAL UPS WITH NETWORK MONITORING. ALL
COMPONENTS SHALL BE INSTALLED IN A LOCKING
ENCLOSURE. HARDWIRE POWER IN CONDUIT FROM
EXISTING NEARBY 120VAC CONVENIENCE CIRCUIT. SEE
DETAIL T-500/8

VIDEO CABINET VC10, SEE DETAIL 8, SHEET T-500.

1

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLAN, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN THE
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.
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SECURITY PLAN NOTES:

ORIGINAL CAMERAS HAVE BEEN REMOVED. INSPECT RG59
COAXIAL CABLING AND 18AWR POWER CABLING FOR
DAMAGE. RETERMINATE AND TEST FOR REUSE. NOTIFY
OWNER AND DESIGN CONSULTANT IF INSPECTION
REVEALS DAMAGED CABLE.

REMOVE EXISTING ANALOG CAMERAS AND CABLING.
INSTALL NEW NETWORK CAMERA AND CATEGORY 6
CABLING.

INSTALL NEW NETWORK CAMERA AND CATEGORY 6
CABLING.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

DEMO EXISTING ANALOG CAMERA AND CABLING. PROVIDE
STAINLESS STEEL COVER FOR VACATED ROUGH-IN.

1

2

2 2

2

3

GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117.  INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

10. CELL DOORS DEPICTED AS SLIDING DOORS ARE
KICK-RELEASE TYPE HAVING REMOTE ELECTRONIC
RELEASE, MANUALLY SLID OPEN AND CLOSED.

0 4' 8' 12'

ASSET # 25552

4
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GENERAL NOTES:

0 4' 8' 12'

ASSET # 25582

C1804-01-2320-
25587-T-116

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117.  INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

10. CELL DOORS DEPICTED AS SLIDING DOORS ARE
KICK-RELEASE TYPE HAVING REMOTE ELECTRONIC
RELEASE, MANUALLY SLID OPEN AND CLOSED.
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SEE SECURITY PLAN NOTE 1,
SHEET T-120 FOR

ADDITIONAL INFORMATION
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SECURITY PLAN NOTES:

REPLACE EXISTING WIRELESS GATE CONTROLS WITH
WIRED PLC CONTROL.  EXTEND EXISTING GATE CONTROL
WIRING AND ADD GATE AND LOCK POSITION SENSING
WIRING FROM MECHANICAL CHASE/STORAGE ROOM H114
TO THE PLC CONTROL CABINET IN ROOM H117.  SEE
MEZZANINE PLAN FOR ADDITIONAL INFORMATION.

REMOVE WIRELESS GATE CONTROLLER EQUIPMENT AND
RETAIN ENCLOSURE.  USE DIN RAIL MOUNTED CONNECTOR
BLOCKS WITHIN ENCLOSURE TO EXTEND GATE CONTROL
AND MONITORING WIRING TO PLC I/O.

REPLACE EXITING IP CAMERA. INSTALL NEW CATEGORY
CABLING AND PATHWAY TO NEW ELECTRONIC SECURITY
NETWORK SWITCH.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

DEMO EXISTING ANALOG CAMERA AND CABLING. PROVIDE
STAINLESS STEEL COVER FOR VACATED ROUGH-IN.

1

2

GENERAL NOTES:

0 4' 8' 12'

ASSET # 25554

3

C1804-01-2320-
25587-T-119

4

5

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117.  INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.
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SEE SECURITY PLAN NOTE 1,
SHEET T-124 FOR

ADDITIONAL INFORMATION
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HOUSING UNIT 6
GROUND
FLOOR PLAN
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GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117.  INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

0 4' 8' 12'

SECURITY PLAN NOTES:

REPLACE EXITING IP CAMERA. INSTALL NEW CATEGORY
CABLING AND PATHWAY TO NEW ELECTRONIC SECURITY
NETWORK SWITCH.

PROVIDE NEW IP CAMERA, CATEGORY CABLING, AND
CONDUIT PATHWAY. EXACT PLACEMENT SHALL BE
COORDINATED WITH CONVEX MIRROR TO PROVIDE
UNOBSTRUCTED FIELD OF VIEW.

DEMO EXISTING ANALOG CAMERA AND CABLING. PROVIDE
STAINLESS STEEL COVER FOR VACATED ROUGH-IN.

REPLACE EXISTING WIRELESS GATE CONTROLS WITH
WIRED PLC CONTROL.  EXTEND EXISTING GATE CONTROL
WIRING AND ADD GATE AND LOCK POSITION SENSING
WIRING FROM MECHANICAL CHASE/STORAGE ROOM H114
TO THE PLC CONTROL CABINET IN ROOM H117.  SEE
MEZZANINE PLAN FOR ADDITIONAL INFORMATION.

REMOVE WIRELESS GATE CONTROLLER EQUIPMENT AND
RETAIN ENCLOSURE.  USE DIN RAIL MOUNTED CONNECTOR
BLOCKS WITHIN ENCLOSURE TO EXTEND GATE CONTROL
AND MONITORING WIRING TO PLC I/O.
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C1804-01-2320-
25587-T-123
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GENERAL NOTES:

0 4' 8' 12'

ASSET # 25556

C1804-01-2320-
25587-T-124

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN H117.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELECT SECURITY
H117.  INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING FOR
UPPER CELLS, LOWER CELLS, AND DAYROOM.

1

1
01/04/2022

SECURITY PLAN NOTES:

EXTEND EXISTING GATE CONTROL WIRING AND
ADDITIONAL GATE AND LOCK POSITION SENSING WIRING
FROM MECHANICAL CHASE/STORAGE ROOM H114 TO THE
PLC CONTROL CABINET IN ROOM H117.  ROUTE 1-1/4" RIGID
STEEL CONDUIT TIGHT TO OVERHEAD STRUCTURE WHEN
ROUTING OUTSIDE OF EQUIPMENT ROOM SPACES.  PLAN
CONDUIT ROUTING TO AVOID PULLBOXES WITHIN INMATE
SPACES.  SEE GROUND FLOOR PLAN FOR ADDITIONAL
INFORMATION.

1

1

1

01/04/2022
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SCALE: 1/8" = 1'
HOUSING UNIT 7 GROUND FLOOR PLAN     1 N

HOUSING UNIT 7
GROUND FLOOR
PLAN

T-125
27 OF 48 SHEETS

SECURITY PLAN NOTES:

REMOVE AND REPLACE EXISTING PLC CABINET.

EXISTING PAGING AMPLIFIER CABINET REMOVE AND
REPLACE.

REMOVE EXISTING ANALOG CAMERA. INSTALL NEW IP
CAMERA AND CATEGORY CABLING. PROVIDE NEW
PENDANT MOUNT HARDWARE. MOUNT AT ELEVATION 2'-0"
ABOVE CURRENT ELEVATION.

1

2

GENERAL NOTES:

0 4' 8' 12'

ASSET # 25574

3

C1804-01-2320-
25587-T-125

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO ELECTRONIC SECURITY
NETWORK SWITCH IN ELEC. 116.1.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

8. ALL NETWORK DEVICES ARE SERVED BY ELEC. 116.1.
INSTALL NEW CATEGORY 6 CABLING BETWEEN NEW
PATCH PANEL AND DEVICES.

9. ON A PER-DAYROOM BASIS, PROVIDE CONTROL AND
STATUS INDICATION OF WATER VALVES, LIGHTING.
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SCALE: 1/4" = 1'-0"
GUARD HOUSE 1 UPPER FLOOR PLAN     1 N

SCALE: 1/4" = 1'-0"
GUARD HOUSE 1 GROUND FLOOR PLAN     3 N

SCALE: 1/4" = 1'-0"
GUARD HOUSE 2 GROUND FLOOR PLAN     4 N

GUARD HOUSE
TOWERS 1 & 2
FLOOR PLAN

T-126
28 OF 48 SHEETS

SCALE: 1/4" = 1'-0"
GUARD HOUSE 2 UPPER FLOOR PLAN     5 N

SECURITY PLAN NOTES:

REMOVE EXISTING CCTV POWER SUPPLY, FIBER
TRANSMITTERS, ENCLOSURE, UPS. DEMO COAXIAL CABLE
INFRASTRUCTURE TO CAMERAS. DEMO FIBER OPTIC
PATCH CABLE TO GROUND LEVEL ITSD FIBER OPTIC PANEL.
INSTALL NEW WALL MOUNT NETWORK CABINET, FIBER
OPTIC AND CATEGORY 6 PATCH PANEL, UPS, POE SWITCH.

EXISTING CCTV POWER SUPPLY AND FIBER OPTIC
TRANSMITTERS. DEMOLISH ALL. ALL ANALOG CAMERAS
SERVED FROM GUARD HOUSE 2 SHALL BE REMOVED AND
REPLACED WITH IP CAMERAS. NEW NETWORK SWITCH
SHALL BE LOCATED WITH PLC, PAGING, INTERCOM, AND
FIBER OPTICE EQUIPMENT.

EXISTING PLC CABINET. REMOVE AND REPLACE.
ALTERNATELY, CABINET MAY BE RESTORED IN-PLACE TO
INCLUDE CLOSURE OF ALL UNUSED OPENINGS, THOROUGH
CLEANING, AND PAINTING INSIDE AND OUT TO MATCH
EXISTING COLORS AS CLOSE AS PRACTICABLE.

EXISTING INTERCOM AND FIBER CABINET. REMOVE AND
REPLACE. ALTERNATELY, CABINET MAY BE RESTORED
IN-PLACE TO INCLUDE CLOSURE OF ALL UNUSED
OPENINGS, THOROUGH CLEANING, AND PAINTING INSIDE
AND OUT TO MATCH EXISTING COLORS AS CLOSE AS
PRACTICABLE.

EXISTING PLC CABINET SERVING LETHAL FENCE SYSTEM
TO REMAIN.

EXISTING PLC CABINET. REMOVE AND REPLACE.
ALTERNATELY, CABINET MAY BE RESTORED IN-PLACE TO
INCLUDE CLOSURE OF ALL UNUSED OPENINGS, THOROUGH
CLEANING, AND PAINTING INSIDE AND OUT TO MATCH
EXISTING COLORS AS CLOSE AS PRACTICABLE.

EXISTING LOCATION OF FIBER OPTIC PANEL AND STATE
SWITCH TO REMAIN.

EXISTING CABINET WITH INTERCOMS AND BLACK CREEK
FIBER

DEMO EXISTING PLC CONTROL STATION.

PROVIDE NEW BIOMETRIC READER. PROVIDE NEW
CATEGORY CABLING AND CONDUIT PATHWAY TO NEW
ELECTRONIC SECURITY NETWORK CABINET.

PROVIDE NEW CATEGORY CABLING TO ACCESS CONTROL
CLIENT WORKSTATION. PROVIDE NEW CONDUIT PATHWAY
TO ELECTRONIC SECURITY NETWORK SWITCH.

ACCESS CONTROL PANEL SHALL BE LOCATED IN THIS
ENCLOSURE, AND POWERED VIA POE.

CARD READER TO BE USED FOR CARDHOLDER VISUAL
VERIFICATION ONLY. CARD READER WILL NOT ACTIVATE
DOOR.

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.
WEATHERPROOF CAULK AROUND TOP AND SIDES OF BACK
BOX, LEAVE BOTTOM EXPOSED.

PROVIDE NEW SURFACE MOUNTED INTERCOM IN 11 GA.
DETENTION GRADE STAINLESS STEEL BACK BOX. ROUTE
CONDUIT ON INSIDE OF BUILDING TO EQUIPMENT ROOM.
SECURE BOX TO WALL FROM WITHIN THE BOX USING AT
LEAST (1) 1/4" EXPANSION ANCHOR IN EACH CORNER.

REMOVE EXISTING WIRELESS GATE CONTROL EQUIPMENT
INCLUDING ANTENNAS AND CABLING. SEAL BUILDING
PENETRATIONS WHERE CABLING HAS BEEN REMOVED.

1

SCALE: 1/4" = 1'-0"
GUARD HOUSE 1 MEZZANINE FLOOR PLAN     2 N

2
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7

GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. EXCEPT WHERE NOTED ON PLANS, IDENTIFIED WITHIN THE
DEVICE SCHEDULES, OR SPECIFIED WITHIN EQUIPMENT
LEGENDS, DEPICTED DEVICES AND ASSOCIATED WIRING
ARE EXISTING TO REMAIN FOR INCLUSION WITHIN
DETENTION CONTROL SYSTEM.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

0 2' 4' 6' 0 2' 4' 6'

0 2' 4' 6'

0 2' 4' 6' 0 2' 4' 6'

FACILITY # 25569, 25570
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MAINTENANCE
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SECURITY PLAN NOTES:

ADMINISTRATIVE ACCESS CONTROL SYSTEM
WORKSTATION TO INCLUDE FUNCTIONS OF VISUAL
VERIFICATION AND CARDHOLDER ENROLLMENT.

1

GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED. ALL TYPE 06 CARD
READERS HAVE INTEGRAL LOCKSETS TO REPLACE
EXISTING KEYPAD LOCKSETS. INFRASTRUCTURE TO
SERVE THESE REPLACEMENT LOCKS SHALL BE A PART OF
THIS PROJECT'S SCOPE AND INCLUDE CONDUIT, CABLING,
AND ALL ANCILLARY HARDWARE AND SOFTWARE

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.
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ASSET # 25572
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0 2' 4' 6'

SCALE: 1/4" = 1'
SECURITY CLOSET C1291

0 2' 4' 6'

SCALE: 1/4" = 1'
EQUIPMENT ROOM A2302

0 2' 4' 6'

SCALE: 1/4" = 1'
TYPICAL CONTROL H103 FLOOR PLAN3

SCALE: 1/4" = 1'
MECH C6345 SCALE: 1/4" = 1'

MECH C3186SCALE: 1/4" = 1'
DIGITAL RECORDING C22004

SECURITY ENLARGED PLAN NOTES:

UPS BY-PASS SWITCH

ELECTRICAL POWER DISTRIBUTION PANEL

REMOVE AND REPLACE EXISTING 24VAC CAMERA POWER
SUPPLIES.

ELECTRICAL POWER DISTRIBUTION PANEL

EXISTING ITSD OPTIC PANEL TO REMAIN. ALL TELECOM
NETWORK EQUIPMENT TO REMAIN.

EXISTING WALL MOUNT CABINET. REMOVE AND REPLACE
CABINET. INSUFFICIENT AS-BUILT INFORMATION SUCH
THAT FIBER IN CABINET SHALL BE TRACED BY
CONTRACTOR AND REVIEWED WITH DESIGNER PRIOR TO
DEMOLITION. PAGING.

MICROLITE CONTROLLER

STATE NETWORK RACK AND SWITCHES

REPLACE EXISTING CABINET. REPLACE DX8100 WITH
ANALOG HIGH DEFINITION ENCODER. INSTALL NEW
ELECTRONIC SECURITY NETWORK SWITCH. INSTALL
NEW UNINTERRUPTIBLE POWER SUPPLY.

SIT/STAND WORKSTATION CONSOLE WITH 3 MONITOR
MOUNTS AND APPURTENANCES (WINSTEAD 48" DOUBLE
BAY ASCEND CONSOLE OR EQUAL) AND 24/7 HIGH BACK
CHAIR (P/N 11745 OR EQUAL).  REFER TO DETAIL 23, SHEET
T-402 FOR ADDITIONAL INFORMATION.

DEMO EXISTING CABINET. RETAIN EXISTING WIRING FOR
REUSE. REROUTE EXISTING ANALOG CABLING
INFRASTRUCTURE TO NEW ANALOG ENCODERS. REMOVE
ABANDONED PATCHING AND ELECTRONIC EQUIPMENT.
CABINET MAY BE RESTORED IN-PLACE TO INCLUDE
CLOSURE OF ALL UNUSED OPENINGS, THOROUGH
CLEANING, REPLACEMENT OF ANY AND ALL MISSING
PARTS INCLUDING, BUT NOT LIMITED TO, SIDE PANELS,
TOPS, AND DOORS. RE-USED AND REPLACEMENT PARTS
MUST MEET THE CURRENT PROJECT SPECIFICATION
REQUIREMENTS, LOOK AND PERFORM AS THOUGH NEW.

REROUTE EXISTING 62.5MM 48STR FIBER FROM WALL
MOUNT FIBER OPTIC PANEL TO NEW RACK MOUNT FIBER
OPTIC PANEL. REMOVE ABANDONED PATCH CABLES,
FIBER OPTIC RECEIVERS, AND OTHER UNUSED
ELECTRONIC EQUIPMENT.

REMOVE AND REPLACE CABINETS. RETAIN EXISTING
WIRING FOR REUSE. REROUTE EXISTING ANALOG CABLING
INFRASTRUCTURE TO NEW ANALOG ENCODERS. REMOVE
ABANDONED PATCHING AND ELECTRONIC EQUIPMENT.

PROVIDE NEW ACCESS CONTROL PANEL FOR WIRELESS
HUBS MEDICAL UNIT AND LOCAL CARD READERS.

TOUCHSCREEN PLC WORKSTATION. PROVIDE 24"
TOUCHSCREEN WITH BUILT-IN SPEAKERS AND MOUSE.
(WORKSTATION UNDER COUNTER/DESK)

VIDEO MANAGEMENT SYSTEM CLIENT WORKSTATION.
PROVIDE TWO 24" MONITORS, SPEAKERS, KEYBOARD, AND
MOUSE. (WORKSTATION UNDER COUNTER/DESK)

VIDEO MANAGEMENT DISPLAY 42"

VIDEO MANAGEMENT DISPLAY 55"

MASTER INTERCOM STATION

PTZ CONTROLLER

REMOVE AND REPLACE EXISTING CABINET UNDER
COUNTER WITH PLC, PAGING AMPLIFIER, AND INTERCOM
EQUIPMENT.

REMOVE EXISTING CABINETS AND COMPONENTS.  RETAIN
CABLING.  INSTALL NEW CABINETS, NEW PROGRAMMABLE
LOGIC CONTROL SYSTEM, FIBER OPTIC PANELS,
NETWORK SWITCH, PAGING AMPLIFIERS, INTERCOM
EQUIPMENT, AND UNINTERRUPTIBLE POWER SUPPLY.

EXISTING SECURITY CABINET. PROVIDE NEW PAGING
AMPLIFIERS. INTERCOM CABLING TO REMAIN. PROVIDE
NEW DATA DROPS FROM NETWORK SWITCH IN
MECHANICAL C634. MICROLITE CONTROL CABLE TO BE
REMOVED AND REPLACED, ROUTED DIRECTLY TO
MECHANICAL ROOM C634 ERCC2 FROM PLC IN C129.

EXISTING WALL MOUNT TERMINATIONS FOR EXISTING
62.5MM FIBER TO REMAIN.  ALL EXISTING CISCO STATE
NETWORK SWITCHES TO REMAIN IN USE.  REMOVE ALL
OTHER ABANDONED PATCH CABLING.

REMOVE AND REPLACE EXISTING CABINETS AND
ENCODERS/FIBERS OPTIC TRANSCEIVERS. INSTALL NEW
CABINET, SWITCH, ENCODERS, AND UPS.

REMOVE AND REPLACE VIDEO SURVEILLANCE EQUIPMENT
CABINET. RELOCATE PLC SERVER TO MAINTAIN PLC
TOUCHSCREEN SYSTEM OPERATION DURING
CONSTRUCTION. SEE DETAIL 4, SHEET T-402.

PROVIDE UNINTERRUPTIBLE POWER SUPPLY FOR
WORKSTATIONS. INSTALL UNDER COUNTER/DESK.

EXTEND EXISTING CONTROL STATION POWER CIRCUIT TO
NEW FLOOR BOX.

PROVIDE NEW CAT6 CABLING TO NEW FLOOR BOX FOR
TOUCHSCREEN AND VIDEO MANAGEMENT
WORKSTATIONS.

NEW RACK-MOUNTED GPS-BASED TIME SERVER FOR TIME
SYNCHRONIZATION ACROSS ALL CONNECTED DEVICES.

ACCESS CONTROL WORKSTATION FOR POP-UP PHOTO
VERIFICATION OF INDIVIDUAL SUBMITTING TO
FINGERPRINT READER IN SALLYPORT. SEE NOTE 5, SHEET
T-105.

POSITION FLOOR BOXES SO AS TO NOT IMPEDE ACCESS
TO SUB-FLOOR HATCH. PROVIDE 6' SLACK LOOP BELOW
FLOOR FOR DEVICES NOT HAVING A MODULAR CABLING
JACK SOLUTION. PROVIDE 6' SLACK LOOP ABOVE THE
FLOOR FOR ALL OTHER CABLING TO ACCOMMODATE
TEMPORARY DISPLACEMENT OF WORKSTATION FOR
ACCESS TO FLOOR HATCH.

CABINETS MAY BE RELOCATED TO SIMPLIFY THEIR
REPLACEMENT AND/OR TO ENSURE ADEQUATE WIRE
LENGTH FOR TERMINATION.
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SCALE: 1/4" = 1'
RECEPTION/CONTROL A104 FLOOR PLAN7

0 2' 4' 6'

SCALE: 1/4" = 1'
CONTROL OFFICE A224 FLOOR PLAN8
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SCALE: 1/4" = 1'
CONTROL C123 FLOOR PLAN9
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GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED. ALL TYPE 06 CARD
READERS HAVE INTEGRAL LOCKSETS TO REPLACE
EXISTING KEYPAD LOCKSETS. INFRASTRUCTURE TO
SERVE THESE REPLACEMENT LOCKS SHALL BE A PART OF
THIS PROJECT'S SCOPE AND INCLUDE CONDUIT, CABLING,
AND ALL ANCILLARY HARDWARE AND SOFTWARE.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.
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SECURITY ENLARGED PLAN NOTES:

EXISTING CCTV POWER SUPPLIES TO REMAIN.

DEMO INTERNAL CABINET EQUIPMENT. REROUTE COAXIAL
CABLES FROM ADJACENT DX8100 UNITS BACK INTO
CABINET. INSTALL NEW BACKPLANE AND ENCODERS.
INSTALL NEW DATA DROPS TO ELECTRONIC SECURITY
NETWORK SWITCH.

EXISTING DX8100. REMOVE AND RELINQUISH TO OWNER.
REMOVE ALL SUPPORTING BRACKETS AND ANCILLARY
CABLING.

DEMO EXISTING UPS AND 120VAC CIRCUITING. PROVIDE
NEW CIRCUITING CONNECTED TO RACK-MOUNTED UPS.

REMOVE EXISTING ENCODERS AND NVR. RELINQUISH TO
OWNER. INSTALL NEW ENCODERS. INSTALL NEW DATA
DROPS TO ELECTRONIC SECURITY NETWORK SWITCH.

EXISTING MICROLITE LIGHTING CONTROL PANEL TO
REMAIN. INTEGRATE WITH NEW PLC SYSTEM.

EXISTING STATE NETWORK FIBER OPTIC PANEL, PATCH
PANELS, AND CISCO SWITCH TO REMAIN. ALL SECURITY
DEVICES SHALL CONNECT TO NEW SECURITY NETWORK
SWITCH IN SECURITY EQUIPMENT ROOM. REMOVE
ABANDONED SECURITY ELECTRONICS, TRANSISTION
NETWORK SWITCH, SECURITY CATEGORY CABLING, AND
FIBER OPTIC CABLING TO SECURITY EQUIPMENT ROOM.
RELINQUISH TO OWNER AND PROPERLY DISPOSE OF
EQUIPMENT AT OWNER'S REQUEST.

REMOVE EXISTING CABINETS AND COMPONENTS. RETAIN
CABLING. INSTALL NEW PROGRAMMABLE LOGIC CONTROL
SYSTEM, FIBER OPTIC PANELS, NETWORK SWITCH, PAGING
AMPLIFIERS, INTERCOM EQUIPMENT, UNINTERRUPTIBLE
POWER SUPPLY.

REMOVE EXISTING ENCODERS, CCTV POWER SUPPLIES,
FIBER OPTIC CCTV TRANSMITTERS, AND NVR. RELINQUISH
TO OWNER AND PROPERLY DISPOSE OF EQUIPMENT AT
OWNERS REQUEST. INSTALL NEW NETWORK WALL CABINET
WITH FIBER OPTIC PANEL, NETWORK SWITCH, CATEGORY 6
PATCH PANEL, ENCODERS, AND UNINTERRUPTIBLE POWER
REMOVE AND REPLACE EXISTING CATEGORY
CABLING TO PROGRAMMABLE LOGIC CONTROLLER.

EXISTING CABINET WITH PLC INTERCONNECT TO SALLY
PORT GUARD HOUSE PLC CPU. EXISTING PAGING
AMPLIFIER. REMOVE EXISTING EQUIPMENT AND INSTALL
NEW LOCAL PLC CONTROLLER IN NEW CABINET. PROVIDE
CATEGORY CABLING TO ELECTRONIC SECURITY SWITCH.
INSTALL NEW PAGING AMPLIFIER. DEMOLISH PLC CONTROL
CABLING IN DUCT BANKS TO PLC IN SALLYPORT
GUARDHOUSE. PROVIDE UPS FOR PLC CONTROLLER.

TOUCHSCREEN PLC WORKSTATION. PROVIDE 24"
TOUCHSCREEN WITH BUILT-IN SPEAKERS AND MOUSE.
(WORKSTATION UNDER COUNTER/DESK)

VIDEO MANAGEMENT SYSTEM CLIENT WORKSTATION.
PROVIDE TWO 24" MONITORS, SPEAKERS, KEYBOARD, AND
MOUSE. (WORKSTATION UNDER COUNTER/DESK)

MASTER INTERCOM STATION

VIDEO MANAGEMENT DISPLAY 55"

PROVIDE UNINTERRUPTIBLE POWER SUPPLY FOR
WORKSTATIONS. INSTALL UNDER COUNTER/DESK.

1

SCALE: 1/4" = 1'
HOUSING UNIT 2 ELECT. SECURITY H117 FLOOR PLAN2SCALE: 1/4" = 1'

HOUSING UNIT 2 ELECT. H109 FLOOR PLAN1 SCALE: 1/4" = 1'
HOUSING UNIT 3 ELECT. SECURITY H117 FLOOR PLAN4SCALE: 1/4" = 1'

HOUSING UNIT 3 ELECT. H109 FLOOR PLAN3

SCALE: 1/4" = 1'
HOUSING UNIT 4 ELECT. SECURITY H117 FLOOR PLAN6SCALE: 1/4" = 1'

HOUSING UNIT 4 ELECT. H109 FLOOR PLAN5 SCALE: 1/4" = 1'
HOUSING UNIT 5 ELECT. SECURITY H117 FLOOR PLAN8SCALE: 1/4" = 1'

HOUSING UNIT 5 ELECT. H109 FLOOR PLAN7

SCALE: 1/4" = 1'
HOUSING UNIT 6 ELECT. SECURITY H117 FLOOR PLAN10SCALE: 1/4" = 1'

HOUSING UNIT 6 ELECT. H109 FLOOR PLAN9 SCALE: 1/4" = 1'
HOUSING UNIT 7 MECH. W116A FLOOR PLAN11
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SCALE: 1/4" = 1'
MAINTENANCE BUILDING STORAGE FLOOR PLAN12

GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. UNLESS NOTED AS NEW, DEPICTED CONDUITS ARE
EXISTING TO REMAIN.

3. ELECTRIFIED LOCKING DEVICES, INTERCOMS, CALL
BUTTONS, AND DOOR MONITORS ARE EXISTING FOR
REUSE UNLESS OTHERWISE NOTED. ALL TYPE 06 CARD
READERS HAVE INTEGRAL LOCKSETS TO REPLACE
EXISTING KEYPAD LOCKSETS. INFRASTRUCTURE TO
SERVE THESE REPLACEMENT LOCKS SHALL BE A PART OF
THIS PROJECT'S SCOPE AND INCLUDE CONDUIT, CABLING,
AND ALL ANCILLARY HARDWARE AND SOFTWARE.

4. TYPE 01 AND TYPE 02 CAMERAS ARE EXISTING ANALOG
CAMERA LOCATIONS.  REMOVE EXISTING ANALOG
CAMERA AND REPLACE WITH NEW HIGH DEFINITION
ANALOG CAMERA.  UTILIZE EXISTING CABLING AND POWER
SUPPLIES.  INSTALL NEW ANALOG HIGH DEFINITION
ENCODERS IN SECURITY EQUIPMENT ROOM.

5. ALL NETWORK CAMERA TYPES ARE NEW UNLESS
OTHERWISE NOTED.  INSTALL NEW CATEGORY 6 CABLING
FROM CAMERA TO RESPECTIVE ELECTRONIC SECURITY
NETWORK PATCH PANEL.

6. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

7. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.
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SCALE: 1/4" = 1'
TYPICAL HOUSING UNIT ELECTRICAL ROOM EXISTING CONDUIT PLAN14

0 2' 4' 6' 0 2' 4' 6' 0 2' 4' 6' 0 2' 4' 6'

0 2' 4' 6' 0 2' 4' 6' 0 2' 4' 6' 0 2' 4' 6'

0 2' 4' 6' 0 2' 4' 6' 0 2' 4' 6' 0 2' 4' 6'

0 2' 4' 6'
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SCALE: 1/4" = 1'
HOUSING UNIT 7 CONTROL FLOOR PLAN13
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NEW SM LC FIBER OPTIC PANEL

NEW SM LC FIBER OPTIC PANEL

NEW SM LC FIBER OPTIC PANEL

EXISTING 48 STRAND FIBER TO
ADMIN BLDG. PROVIDE NEW
RACK MOUNT MM ST FIBER
OPTIC PANEL

NEW SM LC FIBER OPTIC PANEL

NEW SM LC FIBER OPTIC PANEL

NEW SM LC FIBER OPTIC PANEL
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SFP MODULE SFP MODULE NETWORK SWITCH 48 PORT

· 12 STRAND ADM-SW01
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· 06 STRAND SM CSB-SW05

· 06 STRAND SM CSB-SW06
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SCALE: NTS
CONTROL STATION ISOMETRIC PLANS23

SCALE: 1" = 1'-0"
C2200 NETWORK RACK ELEVATION1

GENERAL NOTES:

1. REFER TO SHEET T-000 FOR ADDITIONAL INFORMATION.

2. RACK LAYOUTS ARE DIAGRAMMATIC IN NATURE AND
ACTUAL RACK LAYOUT TO BE PROVIDED BY CONTRACTOR
DURING SUBMITTAL PHASE.

3. ALL EXISTING CLIENT WORKSTATIONS, TOUCHSCREEN
STATIONS, AND INTERCOM MASTER STATIONS AND
RESPECTIVE CABLING SHALL BE REMOVED AND
REPLACED.  INSTALL NEW CATEGORY 6 CABLING FROM
WORK AREA OUTLET TO RESPECTIVE ELECTRONIC
SECURITY NETWORK PATCH PANEL.

4. ALL REMOVED EQUIPMENT AND CABLING SHALL BE
OFFERED TO THE OWNER.  MATERIALS NOT ACCEPTED BY
THE OWNER SHALL BE REMOVED FROM THE SITE AND
PROPERLY DISPOSED OF BY THE CONTRACTOR.

0 1' 1-1/2'1/2'

C1804-01-2320-
25587-T-402

SCALE: 1" = 1'-0"
C2200 VIDEO RACK ELEVATION2

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
C2200 VIDEO RACK ELEVATION3

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
A230 NETWORK RACK FLOOR4

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
C129 NETWORK RACK FLOOR5

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
C318 PAGING EQUIPMENT RACK6

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
C632 VIDEO RACK ELEVATION7

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
C634 VIDEO RACK ELEVATION8

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
C809 VIDEO RACK ELEVATION9

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
NETWORK RACK FLOOR
MAINTENANCE

10
0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
NETWORK RACK WALL
VEHICLE MAINTENANCE

11
0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
PAGING EQUIPMENT RACK
GUARD HOUSE 1

12
0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
VIDEO RACK ELEVATION
GUARD HOUSE 2

13
0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
VIDEO RACK ELEVATION
POWER PLANT

14
0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
HU-2 VIDEO RACK ELEVATION15

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
HU-3 NETWORK RACK FLOOR16

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
HU-4 NETWORK RACK WALL17

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
HU-5 PAGING EQUIPMENT RACK18

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
HU-6 NETWORK RACK WALL19

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
HU-7 PAGING EQUIPMENT RACK20
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SCALE: 1" = 1'-0"
MEZZ. VIDEO CABINET VC1021

0 1' 1-1/2'1/2'

SCALE: 1" = 1'-0"
MEZZ. VIDEO CABINET VC1122

0 1' 1-1/2'1/2'

VARIABLE HEIGHT, ELECTRICALLY OPERATED WORKSTATION WITH LOCKABLE
EQUIPMENT CABINET AND CABLE MANAGEMENT. BASIS OF DESIGN IS WINSTEAD
ASCEND SIT/STAND CONSOLE AND 27/7 HIGH BACK CHAIR. INCLUDE POWER STRIP,
CABLE MANAGEMENT MISC. HARDWARE TO COMPLETE THE INSTALLATION.

SECURITY KEYNOTES

HORIZONTAL WIRE MANAGER 2U

HORIZONTAL WIRE MANGER 1U

PAGING AMPLIFIER

PAGING/INTERCOM EXCHANGE

HIGH DEFINITION ANALOG ENCODER

VIDEO MANAGEMENT SERVER. QUANTITY AS REQUIRED.

UNINTERRUPTIBLE POWER SUPPLY

CATEGORY 6 PATCH PANEL 48 PORT

CATEGORY 6 PATCH PANEL 24 PORT

ADD VERTICAL CABLE MANAGERS RIGHT AND LEFT SIDE,
FRONT, AND BACK OF RACK.

TOUCHSCREEN CONTROL SERVER.

TOUCHSCREEN CLIENT/RECOVERY STATION.

ACCESS CONTROL SERVER.

PULL-OUT MONITOR WITH KVM SWITCHER, KEYBOARD, MOUSE
TO CONNECT TO SERVERS IN RACK.
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ADMINISTRATION
BUILDING

SECURITY CLOSET C129ELEC. C632

MAINTENANCE
BUILDING

HOUSING UNIT 7

ELEC. C634ELEC. C809

VEHICLE
MAINTENANCE

POWER
PLANT

1. NOTED INSTALLATION SCOPE INCLUDES REMOVAL OF EXISTING EQUIPMENT AND
CABLING PERFORMING SIMILAR FUNCTIONS.

2. INSTALL NEW PROGRAMMABLE LOGIC CONTROLLERS, CABINETS, RELAYS, TERMINAL
BLOCKS, AND OTHER ANCILLARY DEVICES FOR A COMPLETE WORKING SYSTEM.

3. PROVIDE NEW CATEGORY CABLING BETWEEN TOUCHSCREEN WORKSTATIONS AND
NEW ELECTRONIC SECURITY SWITCH.

4. NETWORK CONNECTIONS NOT SHOWN FOR CLARITY. REFER TO SHEET T-608 FOR
NETWORK RISER.

5. EQUIPMENT CONNECTIONS SHOWN TO IMPART GENERAL CONNECTIVITY
REQUIREMENTS AND ARE NOT INTENDED  TO CONVEY QUANTITATIVE CONNECTION
INFORMATION EXCEPT WHERE NOTED WITH (X).

REMOVE AND REPLACE PLC TOUCHSCREEN CONTROL CABLES TO MICROLITE IMPACT
LIGHTING CONTROL PANELS. NEW CABLE SHALL ROUTE DIRECTLY FROM C129 TO
MICROLITE CONTROLLER. MODIFY CONDUIT PATHWAY SUCH THAT CONTROL CABLE
DOES NOT PASS THROUGH OTHER EQUIPMENT CABINETS.

ALL PLC TOUCHSCREEN SYSTEM DEVICES IN CENTRAL SERVICES BUILDING SERVED
FROM SECURITY CLOSET C129.

INTEGRATE ELECTRIFIED FENCE STATUS INTO NEW PLC TOUCHSCREEN SYSTEM. ALLOW
UP TO 24 INPUT POINTS OF STATUS INDICATION TO THE TOUCHSCREEN SYSTEM FOR
REPRESENTATION ON THE TOUCHSCREEN CONTROL SYSTEM. CONTROL SYSTEM WILL
NOT OTHERWISE INTERACT WITH THE ELECTRIFIED FENCE CONTROL SYSTEM.

LIGHTING CONTROL FUNCTIONALITY OF EXISTING PLC TOUCHSCREEN SYSTEM SHALL BE
INTEGRATED INTO FUNCTIONALITY OF NEW PLC TOUCHSCREEN SYSTEM. CONTRACTOR
SHALL PROVIDE PLC TOUCHSCREEN CONTROL OF DAYROOM AND CELL LIGHTING.
LIGHTING CONTROL IS BY GROUPS. ASSUME 2 GROUPS PER CELLS COMMON TO A
DAYROOM (UPPER CELLS, LOWER CELLS). CONTRACTOR MAY NOT SPLICE MICROLITE
CONTROL CABLES.

IMPACT LIGHTING SHALL BE INTEGRATED WITH PERIMETER DETECTION SYSTEM
THROUGH THE NEW PLC TOUCHSCREEN SYSTEM. REFER TO SHEET T-609 FOR
ADDITIONAL INFORMATION.

FIRE ALARM INPUT IS FOR ANCILLARY REPORTING ONLY. ASSUME ALAM AND TROUBLE
INPUTS FOR EACH BUILDING. ALLOW SEPARATE REPORTING FOR CENTRAL SERVICES
BUILDING AREA A, B, C, D ,E , F.

PERIMETER DETECTION INPUT IS FOR ANCILLARY REPORTING AS WELL AS IMPACT LIGHT
TRIGGERING BY THE PLC DETENTION CONTROL SYSTEM. REFER TO SHEET T-609 FOR
ADDITIONAL INFORMATION. PROVIDE CONDUIT AND CABLING FOR INTERCONNECTION.

DRY CONTACT CONTROL OF UP TO 25 INMATE PHONES TO INCLUDE THE FOLLOWING:
(1) MEDICAL
(1) HOUSING UNIT 1: A
(4) HOUSING UNIT 2:  A, B, C, D
(4) HOUSING UNIT 3:  A, B, C, D
(4) HOUSING UNIT 4:  A, B, C, D
(4) HOUSING UNIT 5:  A, B, C, D
(4) HOUSING UNIT 6:  A, B, C, D
(2) HOUSING UNIT 7:  A, B
(1) SPARE
COORDINATE ACTUAL NAMING WITH OWNER.

CONDUIT IS EXISTING, REMOVE AND REPLACE CABLING.
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SECURITY
CLOSET C129ELEC. C632

MAINTENANCE
BUILDING

HOUSING UNIT 7

ELEC. C634ELEC. C809

VEHICLE
MAINTENANCE

POWER
PLANT

1. THIS DIAGRAM IS SCHEMATIC IN NATURE. CAMERA ENCODER AND SWITCH
REQUIREMENTS ARE DEPENDENT ON ANY ACCEPTED ALTERNATES. REFER TO
SPECIFICATIONS, BID DOCUMENTS, AND CAMERA SCHEDULES FOR ALTERNATE WORK
SCOPE DESCRIPTIONS.

2. REFER TO VIDEO SURVEILLANCE CAMERA SCHEDULES ON SHEETS T-610, T-611, AND
T-612 FOR ADDITIONAL INFORMATION.

3. CONTRACTOR SHALL VERIFY FIELD CONDITIONS PRIOR TO BID, AND SUPPLY ANY NEW
CONDUIT PATHWAYS REQUIRED TO RELOCATE EQUIPMENT SERVING LOCATIONS.

4. EXISTING CLIENT WORKSTATION AND IP CAMERA CATEGORY CABLING IS TYPICALLY
SERVED BY ITSD NETWORK. EXISTING CABLING SHALL BE REMOVED. INSTALL NEW
CATEGORY CABLING AND CONDUIT TO ELECTRONIC SECURITY NETWORK SWITCH.

5. CONTRACTOR SHALL ENSURE ALL CONDUIT IS ROUTED SUCH THAT 295FT CATEGORY
CABLING LIMITATIONS ARE NOT EXCEEDED.

6. NETWORK FIBER OPTIC BACKBONE CONNECTIONS NOT SHOWN FOR CLARITY. REFER TO
SHEET T-608 FOR NETWORK RISER.

7. EQUIPMENT CONNECTIONS SHOWN TO IMPART GENERAL CONNECTIVITY
REQUIREMENTS AND ARE NOT INTENDED  TO CONVEY QUANTITATIVE CONNECTION
INFORMATION EXCEPT WHERE NOTED WITH (X).
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